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IDAHO HEATING, VENTILATION AND

AIR CONDITIONING BOARD

Open Forum Idaho Thermostat Exemption

PRESENTER: Gil Hays

OBJECTIVE: Review the TZ45A Universal Thermostat for possible installation in
Idaho.

ACTION: Informational

BACKGROUND: The TZ45A is a universal thermostat model that works with Standard (Gas
forced Air), Heatpump, Hydronic and Radiant heating and cooling systems. It
also supports newer Multi-stage equipment with up to three stages of heating
and two stages of cooling. No new wires are needed to run to the thermostat
wall location.

PROCEDURAL

HISTORY:

ATTACHMENTS: Documentation from ADT-LLC, Irving, Texas




Gil Hays ADT-LLC

Manager-Licensing and 8880 Esters Blvd.
Subcontractors Irving, Texas 75063
- Tel: 972-467-9113
Fax: 972-871-3248
glhays@adt.com

www.adt.com

4-30-2013

Idaho Div. of Building Safety

ADT-LLC currently offers its customers the option of adding a replacement programmable thermostat
during the installation of our residential alarm systems. We have been informed that currently in Idaho
our license does not allow us to install this low-voltage device. Based on the following information, we
would like to request an exemption to allow us to add this convenience for our customers.

ADT is already approved to install these thermostats in 23 states. Technicians are trained and they only
replace the existing thermostat in a residence and provide programming. This convenience allows our
customers to control their heating and cooling via their smart device. Our technicians install a separate
low-voltage transformer whenever power is not available from the HVAC unit. They are trained in how
to distinguish between the various types of HVAC units and to correctly wire in the device, whereas a
consumer installing a similar device available at home improvement stores typically is not.

The TZ45A is a universal thermostat model that works with Standard (Gas forced Air), Heatpump,
Hydronic and Radiant heating and cooling systems. It also supports newer Multi-stage equipment with
up to three stages of heating and two stages of cooling. No new wires are needed to run to the
thermostat wall location.

We respectfully request that the Board review the following information at the next Board meeting and
advise of your decision. Thank you very much for your time and consideration.

Sincerely,

Gil Hays



Gil Hays ADT-LLC
Manager-Licensing and 8880 Esters Blvd.
Subcontractors Irving, Texas 75063

Tel: 972-467-9113
Fax: 972-871-3248
glhays@adt.com
www.adt.com

RCS Model TZ45A

FrHHERL OaY

Z-Wave Communicating Thermostat
= Allin Ome Design
ZAWave Compatible
Standard or Heat Pump HVAC Systems
1282684 Backlit Graphical Display
& Butions with On Screen Labels
Remote Control of All Thermostat Functions
Optional Remote Sensors
Wall mount or mounts on single-gang junction box | e

L0

Owverview

The TZ45A is a Z-Wave wireless digital thermostat, designed to control the majority of
HWALC systems. The TZ45A contains a robust thermostat interface and is designed for use
with communicating systems where remote monitoring and/or remote control are desired.

Thermostat Features

Graphical LCD with blue backlight ZAVave
Heating and Cooling Setpoint display -~ ‘Communications
System Mode (OF, Auto, Heat, Cool) TZA5A lﬂ

Fan Mode display and control (Auto, On) M)
On-screen setup of HVAC Type, Fan Type, Changeower s ,:,E'
type for HP systems, FIC mode and sensor calibration
s  Fan Cycler feature Standard Thesmostat

i

Technical Specifications

HVAC Systemn Compatibility
» Central HVAC systems or separate heating/cooling systems with separate RH/RC transformers (split)
Standard gas/electric HVAC Systemns: 2-stage heating, 2-stage cooling
Heat Pump HVAC Systems: 3-stage heating. 2-stage cooling
Fan system: Selectable for gas or electric heat systems.
Heat Pump Change Ower vahee (reversing valve): Selectable for change owver with heat or change over with
cool (O or B output)
= Emergency Heat In Heat pump mode, Emergency Heat mode is selectable from the thermnostat
» Compressor short cycle protection delay of & minutes (adjustable)
»  Auiomatic heating and cooling changeowver

Wiring Reguirements.
= 18 AWNG
* Uses standard thermostat conmections (C, R, W1W2, Y1, Y2, G)

Power Requirements.

= 2VVAC Mote: Requires both 24VAC (R) and 24VAC common |(C) wires from the HVAC System
Compliance

*  United States: FCC Compliant to CFR47, Part 158

» Canada: Industry Canada R5S 210, Issue 8

Dimensions
o Frud"wdid"

Model Mumber
= TZ454 Z-\Wave Thermostat PM: DO1-02034

DM 145 dH2 RCE Techrology, lse. 11481 Sorvise Goid Cede, Rencho Cordova, CA BT DMBEISATEY  www ieslechnolagy.com
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SAMPLE WIRING DIAGRAMS
Basic HVAC System with 24VAC Transformer

Optional 24R Connection for single transformer HVAC Systems C h eCk th e J Pl J um pe r
RCand RH are jumpered together on thermostat board.

Cut RC/RH jumper JPL for separate heating and cooling transformers
With JP1 installed, 24RC and 24RH are connected together on the

24RC 24¢ back of the thermostat PC board. This uses a single 24VAC
24VR Cooling - e 24V Com -
\\ transformer from the HVAC system to the AC and Heat.
Fan S N 2 24VR Heating
- - When installing the thermostat check existing unit to see if thereisa

jumper between RC and RH. This will determine if the JP1 needs to

Heating stage 1 be cut, also check to see how the fan operates.

Cooling stage 1 @ va WIS
Cooling stage 2 .

Heating stage 2

COe®

24VAC Transformer Thermostat Connection Terminals|
24VAC Common - o 1 Heating Stage 1
w1 o )
Heating Stage 2
24VACReturn
Fan

Cooling Stage 1

LR

Cooling Stage 2

Wire colors may not match
all systems
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Standard HVAC System
Optional 24R Connection for single transformer HVAC Systems Check the JP1 ju mper

RCand RH are jumpered together on thermostat board.

W led, & Co cted to c e k of the
Cut RC/RH jumper JP1 for separate heating and cooling transformers ithJPL installed, 24RC and 24RH are connacted together on the back of the

thermostat PC board. This uses a single 24VAC transformer from the HVAC system
tothe ACand Heat.

24RC 24¢C
24VR Coali - |- 24V Co
Voot ne S s . Yeoom Wheninstalling the thermostat checkexisting unit to see if thereis a
G N 24RH . . jumper between RC and RH. This will determine if the JPL needsto be cut, also
Fan N 24V R Heating
checkto see how the fan operates.
Y1
w1
Cooling stage 1 3 Heating stage 1
wz2/o
Cooling stage 2 . @ Heating stage 2

Thermostat Connection Terminals|
s ) -
= . 24VAC Common
R
. 24VACReturn
Wi o
Heating Stage 1
W2
@ Heating Stage 2
G
:. Fan
Y1
@ Cooling Stage 1
N2 e
. Cooling Stage 2 Wire colors may not match
all systems
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Heat Pump HVAC System

JP1 will not be separated on a heat pump system . On this system
both units are combined and operated by reversing valve.
s :
24VR Cooling 24_R(; - \l/ 24C . 24V Com
N
Fan G Mol 2arH ‘ 24V R Heating
N
Compressor @ = .52 @ Aux Heating
Stage 1 )
Y2 W2/0 Changover Valve
Compressor (reversing Valve)
Stage 2 L1111 |

Thermostat Connection Terminals

24VACReturn

Aux heating

Changeover Valve

Fan

Compressor Stage 1

Compressor Stage 2

Wire colors may not match
all systems
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HVAC with Separate Heating and Cooling

Optional 24R Connectionforsingle transformer HVAC Systems Check the JP1 j umper
FfL anfi RH fire)umperedtogetheronth?rmostat bo~ard. With JP1 installed, 24RC and 24RH are connected together on the
Cut RC/RH jumperJP1for separate heatingand cooling transformers

back of the thermostat PC board. This uses a single 24VAC
transformer from the HVAC system to the AC and Heat.

- \ .
24VR Cooling 24RC 24C . 24V Com

When installing the thermostat check existing unit to see if thereisa
jumper between RC and RH. This will determine if the JP1 needs to
be cut, also check to see how the fan operates.

Fan G 24RH

Cooling stage 1 @ AL Wi @ Heating stage 1
Y2 W2/0
Cooling stage 2 . @

24VR Heating

Heating stage 2

Cooling System Terminals Heating System Terminals
24VAC Common c c #
- 24VAC Common
24VACRet R R
SR = = . 24VACReturn
Y1 Wi
CoolingStage 1 ‘ @ Heating Stage 1
Y2 W2 o
CoolingStage 2 @ @ Heating Stage 2
G G
Fan % . Fan

Wire colors may not match
all systems
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Heat Only HVAC System

JP1 will not be separated on a heat only system . On this system
there will only be one 24VAC return.

—

24VR Cooling . 24RC 24C
G 24RH
Cooling stage 1 @ Y1 Wil
Y2 W2/0
Cooling stage 2 .

24V Com

Fan 24VR Heating

Heating stage 1

NN IS

Heating stage 2

Heating System Terminals

C - . 24VAC Common
R
= 24VACReturn
W1
® Heating Stage 1
W2
@ Heating Stage 2
G
% . Fan

Wire colors may not match
all systems




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 01 Agenda
PRESENTER: Dan Brizee, Chairman
OBJECTIVE: Approve agenda for the May 22, 2013 Idaho HVAC Board

videoconference meeting.

ACTION: Consent

BACKGROUND:

PROCEDURAL
HISTORY:

ATTACHMENTS: Agenda




TENTATIVE AGENDA

NOTICE OF PUBLIC MEETING

IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD
VIDEOCONFERENCE MEETING

Division of Building Safety
1090 East Watertower Street, Suite 150, Meridian, ldaho
1250 Ironwood Drive, Suite 220, Coeur d’Alene, Idaho
2055 Garrett Way, Building 1, Suite 4, Pocatello, Idaho
dbs.idaho.gov — (208) 332-7137

Wednesday, May 22, 2013
9:30 a.m. - 3:30 p.m. (MT)

(Note: Meeting Time is 8:30 a.m. PT)

9:30 a.m. CALL TO ORDER - Dan Brizee, Chairman
o Roll Call & Introductions
0 Open Forum

e HVAC Contractor and Journeyman Licensing and Testing — John Nielsen

e |daho Thermostat Exemption — Gil Hays

CONSENT AGENDA
1. Approval of the May 22, 2013 Agenda

2. Approval of the February 13, 2013 Board Meeting Minutes
ACTION AGENDA

3. Administrative Appeals Hearing — Jerry Peterson
a. D & R Heating and Cooling — NOV HVC13-0001

b. Hobson Fabricating Corp. — NOV HVC1301-0002
4. IDAPA 07.01.01.006.01 “Sizing” — Jerry Peterson

PUBLIC HEARING
5. HVAC Collaborative Report — Jerry Peterson

6. Public Testimony
a. Adoption of the 2012 Codes

-1-



b. Amend 2009 IMC “Gauge Table”

c. Continuing Education

d. Adoption of 2012 UMC - Pete Crow, IAPMO
Noon - LUNCH BREAK (If needed)
1:00 p.m.

INFORMATIONAL AGENDA
7. HVAC Program Manager Report — Jerry Peterson

8. Operational Report — Steve Keys

9. Administrator Report
a. Financial Report — C. Kelly Pearce and Kathleen Watkins

b. Administrator — C. Kelly Pearce

3:30 p.m. ADJOURN

All times, other than beginning, are approximate and are scheduled according to Mountain Time (MT), unless
otherwise noted. Agenda items may shift depending on Board preference. 05/08/2013



IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 02 Minutes

PRESENTER: Dan Brizee, Chairman

OBJECTIVE: Approve minutes from the February 13, 2013 Idaho HVAC Board
meeting.

ACTION: Consent

BACKGROUND:

PROCEDURAL

HISTORY:

ATTACHMENTS: Draft minutes




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD
VIDEOCONFERENCE MEETING

Wednesday — February 13, 2013 - 9:30 a.m. (MT)

Division of Building Safety
1090 East Watertower Street, Suite 150, Meridian, Idaho
1250 Ironwood Drive, Suite 220, Coeur d’Alene, Idaho
2055 Garrett Way, Building 1, Suite 4, Pocatello, Idaho

*DRAFT MINUTES OF THE FEBRUARY 13,2013 MEETING

NOTE: The following report is not a verbatim transcript of the discussions at the meeting,
but is intended to record the significant features of those discussions.

Acting Chairman Ted Sermon called the meeting to order at 9:30 a.m. (MT).

Board Members Present: DBS Staff Members Present:
Ted Sermon, Vice-Chairman C. Kelly Pearce, Administrator
Bruce Graham Steve Keys, Deputy Administrator-Operations
Tim LaMott Ron Whitney, Deputy Administrator-Administration
Russ Goyen Patrick Grace, Deputy Attorney General
Bill Carter Kathleen Watkins, Financial Manager
Jerry Peterson, HVAC Program-Manager
Board Members Absent: Rod Freligh, Regional Manager, Region 1
Dan Brizee, Chairman Chris Jensen, Regional Manager, Region 3

Adam Bowcutt, Regional Supervisor, Region 3
Bill Hatch, Public Information Officer
Renee Bryant, Administrative Assistant 2/Board Secretary

In the absence of Chairman Dan Brizee, Vice-Chairman Ted Sermon served as acting chairman.

Open Forum
No items or concerns were brought forth.

Approval of February 13, 2013 Agenda
MOTION: Bill Carter made a motion to approve the agenda as presented. Bruce Graham
seconded. Allin favor, motion carried.

Approval of November 7, 2012 Board Meeting Minutes
MOTION: Bruce Graham made a motion to approve the minutes as written. Bill Carter
seconded. All in favor, motion carried.

Election of Officers

Idaho Code 8§ 54-5004 (4) “Idaho heating, ventilation and air condition board” states in part, “...
the members shall elect one (1) of their number to be chairman and one (1) of their number to be
vice-chairman.”
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Chairman
MOTION: Ted Sermon nominated Dan Brizee for chairman. Russ Goyen seconded. All in
favor, motion carried.

Vice-Chairman
MOTION: Bruce Graham nominated Ted Sermon for vice-chairman. Bill Carter seconded.
All in favor, motion carried.

Contractor Licensing Requirement for “Big Box” Vendors
The Board has been asked to clarify the application of licensure requirements affecting the sale
and installation of HVAC equipment by Costco stores in Idaho.

A draft letter was presented to the Board for review. It was determined additional information,
with regard to the nature of the business operations in Idaho, was needed from Costco. The
Board agreed to send the letter; strongly suggesting representatives of Costco attend a meeting
to further discuss this issue. Ted Sermon offered to sign the letter on behalf of the Board.

MOTION: Tim LaMott made a motion for Patrick Grace to revise the letter to Costco, with the
inclusion of the strong suggestion of invitation to a future Board meeting, for Ted Sermon’s
signature. Bill Carter seconded. All in favor, motion carried.

ACTION: For Ted Sermon’s signature, Patrick Grace will modify the Costco letter to include
an invitation to attend a Board meetinag.

Prohibited Locations for Natural Draft Appliances
The issue with make-up (combustion) air inside units, fireplaces, and vent drafting was
discussed.

Jerry Peterson offered to provide a draft rule prohibiting natural draft appliances from being
installed inside a living space unless in a separate mechanical room with a weather type door.

Russ Goyen suggested a permanent warning label be installed on the combustion air opening;
i.e., water heater installation, retrofits or new.

The Division is working with the city of Meridian to change air tightness in homes.

The HVAC Board agreed to proceed with a collaborative committee to discuss the adoption and
amendments to parts VV and VI of the 2012 International Residential Code (IRC), the 2012
International Mechanical Code (IMC), and 2012 International Fuel Gas Code (IFGC). Bill
Carter volunteered to be on the committee.

ACTION: The Division will create a collaborative committee to discuss the possible adoption
of parts V and VI of the 2012 IRC, 2012 IMC, and 2012 IFGC.

HVAC Program Manager Report

Training — The College of Western Idaho is currently offering courses on carbon monoxide and
vent sizing. The classes are designed for inspectors, HVAC technicians, and persons installing
and/or servicing combustion equipment.
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Since the fall of 2012, Jerry Peterson has been conducting air quality training throughout Idaho.
The curriculum is based on ventilation, makeup air and fireplaces in air tight homes.

Code Changes — Jerry Peterson reiterated, to stay in the same code book as the building
officials, the HVAC Board will need to adopt parts V and VI of the 2012 IRC, 2012 IMC and
2012 IFGC.

Supervision — Each apprentice is required to register, 5 year increments, with DBS and maintain
such registration during the entire period in which work experience is accrued. Apprentices must
also work under the supervision of a certified HVAC journeyman.

Concerns addressed were: Apprentices will try to renew registration with no schooling; career
apprentices; and language on supervision vague; i.e., no journeyman/apprentice ratio.

The Board requested Jerry Peterson provide a draft rule regarding supervision at the May 2013
meeting.

ACTION: For the May 22, 2013 Board meeting, Jerry Peterson will draft a proposed rule in
relation to journeyman supervision.

Continuing Education — The Board asked Jerry Peterson to provide a draft rule regarding
continuing education at the May meeting.  Training provided by DBS would qualify as
continuing education units.

ACTION: For the May 22, 2013 meeting, Jerry Peterson will provide a draft rule in relation to
continuing education.

Operational Report
Negotiated Rulemaking — For clarity, whenever the Board wants to formulate/change a rule, it
must go through the negotiated rulemaking process.

HVAC Program — John Nielsen, Plumbing Program Manager, has been handling the majority of
daily HVAC issues while Jerry Peterson provides energy training around the state of Idaho.

Legislation — House Bill 26 amends the existing law relating to the installation of HVAC
systems to establish provisions allowing individuals holding either an HVAC or plumbing
certification to install certain piping. The bill unanimously passed the House Business
Committee.

Administrator Report
City of Meridian — In October 2012, DBS began providing mechanical inspections for the city
of Meridian. The Division also reviews energy compliance and provides electrical inspections.

Testing — The HVAC licensing test is now available.

Financial Report — The Idaho HVAC Board fund, FY 2013 financial statement as of December
31, 2012, was reviewed.
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Idaho Construction — Following is current and/or new construction in Idaho: New corporate
headquarters for Melaleuca Wellness Company, Idaho Falls; new Loves Travel Centers,
Bonneville County; and expansion of ten to 15 lines at Chobani yogurt plant, Twin Falls.

Budget Hearing — On Monday, February 18, 2013, the Division will present its budget proposal
to the Joint Finance-Appropriations Committee. A 1.96% increase will be requested to maintain
the budget.

Adjournment
MOTION: Bruce Graham made a motion to adjourn the meeting. Tim LaMott seconded.

The meeting adjourned at 11:40 a.m. (MT).

TED SERMON, ACTING CHAIRMAN C. KELLY PEARCE, ADMINISTRATOR
HEATING, VENTILATION AND DIVISION OF BUILDING SAFETY
AIR CONDITIONING BOARD

DATE DATE

*These DRAFT minutes are subject to possible correction and final approval by the Idaho HVAC Board. 2/22/13rb
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IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 03a D & R Heating & Cooling - NOV HVC13-0001
PRESENTER: Jerry Peterson, HVAC Program Manager
OBJECTIVE: Administer a ruling on D & R Heating & Cooling’s appeal —

NOV HVC13-0001

ACTION: Affirm, reject, decrease or increase the imposed penalties

BACKGROUND: The Notice of Violation (NOV) was issued based upon a proposed
violation to IDAPA 07.07.01.070.07 “Corrections”.

PROCEDURAL
HISTORY:

ATTACHMENTS: Documentation from D & R Heating & Cooling and DBS




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 03b Hobson Fabricating Corp. - NOV HVC1301-0002
PRESENTER: Jerry Peterson, HVAC Program Manager
OBJECTIVE: Administer a ruling on Hobson Fabricating Corp.’s appeal —

NOV HVC1301-0002

ACTION: Affirm, reject, decrease or increase the imposed penalties

BACKGROUND: The Notice of Violation (NOV) was issued based upon a proposed
violation to IDAPA 07.07.01.070.02 “Employees”.

PROCEDURAL
HISTORY:

ATTACHMENTS: Documentation from Hobson Fabricating Corp. and DBS




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 04 IDAPA 07.01.01.006.01 “Sizing”
PRESENTER: Jerry Peterson, HVAC Program Manager

OBJECTIVE: Modify Idaho statute and rules to coincide with codes.

ACTION: Informational

BACKGROUND: Proper sizing of HVAC equipment is clearly required in the IRC and
IECC; however, is listed as an option in Idaho statute and rules.

PROCEDURAL
HISTORY:

ATTACHMENTS: Memo from Jerry Peterson




From: Jerry Peterson

Sent: Wednesday, March 27, 2013 8:06 AM
To: Ron Whitney

Subject: HVAC collaberative rule discussion

This is something we need to discuss. This creates a problem for enforcing the energy
code.

Idaho Administrative Code, IDAPA 07.07.01 Section 006 part 01. has been amended to
say “Part V (Mechanical) and Part VI (Fuel Gas) of the International Residential Code for
One (1) and Two (2)-Family Dwellings. The 2009 Edition, including appendixes “A, B,
C, and D,” (herein IRC) is adapted and incorporated by reference with the following
amendments:

d. Section M1401.3 Sizing requirements shall be established by the authority
having jurisdiction. Effective 4-7-11.

This creates an additional problem. Proper sizing of HVAC equipment is clearly required
in the IRC and in the IECC but listed as an option in Idaho statute and rules.

Jerry Peterson

Mechanical Plan Review / Inspector — City of Meridian

HVAC / Residential Energy Program Manager - Idaho Division of Building Safety
1090 E Watertower St, Suite 150

Meridian, ID 83642

208 332-4003 Office

208 631-8320 Cell



IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 05 HVAC Collaborative Report
PRESENTER: Jerry Peterson, HVAC Program Manager

OBJECTIVE: Adopt and amend 2012 codes

ACTION: Informational

BACKGROUND: The HVAC Board agreed to proceed with a collaborative committee to
discuss the adoption and amendments to parts VV and VI of the 2012
International Residential Code (IRC), the 2012 International Mechanical
Code (IMC), and 2012 International Fuel Gas Code (IFGC).

PROCEDURAL
HISTORY:

ATTACHMENTS: No documentation




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 06a Public Testimony — Adoption of the 2012 Codes

PRESENTER: Jerry Peterson, HVAC Program Manager

OBJECTIVE: Allow interested parties an opportunity to comment on the possible adoption
of the 2012 codes.

ACTION: Informational

BACKGROUND: As part of the negotiated rulemaking process, the Board will hold public
testimony to discuss the adoption of the 2012 codes.

PROCEDURAL
HISTORY:

ATTACHMENTS: No documentation




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 06b Public Testimony — Amend 2009 IMC *“Gauge Table”
PRESENTER: Jerry Peterson, HVAC Program Manager
OBJECTIVE: Allow interested parties an opportunity to comment on possible amendment

to the “gauge table” in the 2009 IMC.

ACTION: Informational

BACKGROUND: As part of the negotiated rulemaking process, the Board will hold public
testimony to discuss amendment to the “gauge table” in the 2009 IMC.

PROCEDURAL
HISTORY:

ATTACHMENTS: Proposed Table 603.4




Individual Consideration Agenda

This item is on the agenda for individual consideration because a public comment
was submitted.

Public Comment:
Mark Terzigni, representing SMACNA Sheet Metal and Air Conditioning
Contractors’ National Association, requests Approval as Modified by this Public

Comment.

Replace the table in the original proposal with the following:

TABLE 603.4
DUCT CONSTRUCTION

1 Inch Water Gage (125 1 inch water Gage (250

MINIMUM SHEET METAL Pa) Pa)

THICKNESS FOR SINGLE

DWELLING UNITS?Duct

Shape and Size

ROUND diameter Galvanized Aluminum Galvanized Aluminum

inches mm inches mm inches mm inches mm inches mm

0-11 0-280 0.013 0.323 0.018 0.465 0.013 0.323 0.018 0.465

12-14 281- 0.013 0.323 0.018 0.465 0.016 0.399 0.023 0.574
350

15-17 351- 0.016 0.399 0.023 0.574 0.019 0.475 0.027 0.684
430

18 431- 0.016 0.399 0.023 0.574 0.024 0599 0.034 0.863
450

19-20 451- 0.019 0.475 0.027 0.684 0.024 0599 0.034 0.863
500

RECTANGULAR Galvanized Aluminum Galvanized Aluminum

inches mm inches mm inches mm inches mm inches mm

0-8 0-200 0.013 0.323 0.018 0.465 0.013 0.323 0.018 0.465

9-10 201- 0.013 0.323 0.018 0.465 0.016 0.399 0.023 0.574
250

11-12 251- 0.016 0.399 0.023 0.574 0.019 0.475 0.027 0.684
300

13-16 301- 0.019 0.475 0.027 0.684 0.019 0.475 0.027 0.684
400

17-18 401- 0.019 0.475 0.027 0.684 0.024 0.599 0.034 0.863
450

19-20 451- 0.024 0.599 0.034 0.863 0.024 0.599 0.034 0.863

500




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 06c Public Testimony — Continuing Education
PRESENTER: Jerry Peterson, HVAC Program Manager
OBJECTIVE: Allow interested parties an opportunity to comment on proposed changes to

the continuing education rule.

ACTION: Informational

BACKGROUND: As part of the negotiated rulemaking process, the Board will hold public
testimony to discuss proposed changes to the continuing education rule.

PROCEDURAL
HISTORY:

ATTACHMENTS: Documentation to follow




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 06d Public Testimony — Adoption of 2012 UMC

PRESENTER: Pete Crow, IAPMO

OBJECTIVE: Allow interested parties an opportunity to comment on the adoption of the
2012 UMC.

ACTION: Informational

BACKGROUND: As part of the negotiated rulemaking process, the Board will hold public
testimony to discuss the possible adoption of the 2012 UMC.

PROCEDURAL
HISTORY:

ATTACHMENTS: No documentation




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 07 HVAC Program Manager Report
PRESENTER: Jerry Peterson, HVAC Program Manager

OBJECTIVE: Report on the recent activities of the HVAC program.

ACTION: Informational

BACKGROUND: This topic is addressed at all regularly scheduled ldaho HVAC Board
meetings.

PROCEDURAL
HISTORY:

ATTACHMENTS: No documentation




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 08 Operational Report

PRESENTER: Steve Keys, Deputy Administrator-Operations

OBJECTIVE: Provide an overview of the daily operations of the HVAC program and
DBS.

ACTION: Informational

BACKGROUND: This topic is addressed at all regularly scheduled Idaho HVAC Board
meetings.

PROCEDURAL
HISTORY:

ATTACHMENTS: No documentation




IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 09a Financial Report
PRESENTER: C. Kelly Pearce, Administrator and Kathleen Watkins, Financial Manager
OBJECTIVE: Review the ldaho HVAC Board’s financial report.

ACTION: Informational

BACKGROUND: This topic is addressed at all regularly scheduled ldaho HVAC Board
meetings.

PROCEDURAL
HISTORY:

ATTACHMENTS: Financial report




Division of Building Safety

IDAHO HVAC BOARD FUND 0229-08
Fiscal Year 2013 Financial Statements
As of 4/30/2013

Statement of Revenues and Expenditures

Projected for Projected
Fiscal Year To YTD as a % of Remaining Remainder of Projected Year Total asa %
Class Budget Date Budget Budget Year End Totals of Budget
Revenues: 831,000 939,550 113.1% (108,550) 108,743 1,048,292 126.1%
Expenditures
Personnel: 618,000 659,068 106.6% (41,068) 130,948 790,015 127.8%
Operating: 218,000 177,183 81.3% 40,817 38,107 215,290 98.8%
Capital: 45,000 96,323 214.1% (51,323) 57,432 153,755 341.7%
Total Expenditures 881,000 932,573 105.9% (51,573) 226,488 1,159,060 131.6%
Net for FY 2013 (50,000) 6,977 (117,745) (110,768)

Statement of Cash Balance

July 1, 2012 Fiscal Year to Fiscal Year to Date Other Available Cash Projected Year
Beginning Cash Date Expenditures and = Changes in as of April 30, Projected Change in Cash for End Available

Available Revenues Encumbrances Cash 2013 Remainder of Year Cash
462,917 939,550 (932,573) 2,159 472,053 (117,745) 354,308
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FY 10-13 Revenues
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IDAHO HEATING, VENTILATION AND
AIR CONDITIONING BOARD

Agenda Item No. 09b Administrator
PRESENTER: C. Kelly Pearce, Administrator

OBJECTIVE: Provide an overview of the Division’s current activities.

ACTION: Informational

BACKGROUND: This topic is addressed at all regularly scheduled ldaho HVAC Board
meetings.

PROCEDURAL
HISTORY:

ATTACHMENTS: No documentation
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